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OFFICIAL BID PACKAGE 

 
 

Fire Hydrants and Repair Parts 
 

Bid Opening:  October 9, 2013 
 

The City of Canton Water Department 
 

 
 
 
 
 
 
 
 
Name of Bidder:                            
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LEGAL NOTICE 
Ordinance 5-2013 
 

The Director of Public Service of the City of Canton, Ohio will accept sealed bids until 2:00 PM, 
local time on Wednesday, October 9, 2013, for the purpose of securing bids for: 
 

Fire Hydrants and Repair Parts 
 

Submit bid according to the specifications and bid sheet(s) shown on the City’s Purchasing 
website at http://cantonohio.gov/purchasing/?pg=bids.  
Submit all bids to the City of Canton Purchasing Department, 218 Cleveland Avenue SW, 
Purchasing Department/ Sixth Floor, Canton, Ohio 44702 before 2:00 p.m. on the day of the bid 
opening. The City will disqualify any bid not received on or before 2:00 PM on Wednesday, 
October 9, 2013.  
 
The Sixth Floor Conference Room of Canton City Hall is the location for the Bid Opening. 
Contact Randy Dublikar at (330) 438-4185 or randall.dublikar@cantonohio.gov if you have any 
questions. 
 
Each bid must contain the full name of every person or company participating in the bid. A 
certified check, cashier’s check or surety bond must accompany the bid. Draw this check or 
bond from a solvent bank or bonding company satisfactory to the Director of Public Service as a 
guarantee the contract and its performance are properly secured if the bid is accepted. 
 
The Bidder shall verify the certified check, cashier’s check or bid bond for five hundred 
($500.00) dollars.  The City of Canton will only accept original checks and bid bonds.  
Therefore, if any company and/or bidder submits a copy (including faxed copies) of his/her 
$500.00 security, the City will disqualify the bid. 
 
The Director of Public Service reserves the right to waive any technical defects in any bid bond 
submitted so long as the bond is in substantial compliance with State Law. Any bidder may 
withdraw his bid, by written request, at any time prior to the hour set for the bid opening. Please 
be advised, the City of Canton may impose a $500.00 penalty to any bidder that withdraws his 
bid after the bid opening and prior to a contract award(s). 
 
Should any bid not be awarded or be rejected, such check or bond will be returned to the bidder 
or bidders after the execution of the contract.  
 
The Board of Control reserves the right to reject any or all bids and to accept the bid(s) deemed 
most beneficial to the City of Canton. All companies must submit their Federal ID Number. The 
bidder is responsible to monitor the city website for any last minute changes. 
 
By order of the Director of Public Service: William Bartos 
Published in the Canton Repository: September 24 and October 1, 2013 
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ATTENTION 
 

Please be advised that this contract will be a one year supply contract with the 
option of a one-month extension at the sole discretion of the City of Canton. 

 

Each bidder must submit an “affirmative action plan” and/or “EEO policy.”  
Bidder must read all EEO and MBE requirements.  Please submit a request for 
waiver on company letterhead if you do not have the opportunity to subcontract 
any work.  Enclose the company EEO policy.  If the company does not have a 
formal EEO policy, please complete the EEO policy statement included in this bid 
package. 

The undersigned agrees to supply Fire Hydrants and Repair Parts to the City of 
Canton Water Department per the attached specifications.  Prices shall be that as 
quoted in the bid and in accordance with the terms and conditions of the contract. 

Each bidder must submit their federal ID number for IRS purposes.   

The bidder must print this entire package and submit in its entirety. The City 
requires that the bidder submits three (3) copies. 

 
Please acknowledge that you have read the above requirements by signing 
below. 
 

 

 
. 

DATE       SIGNATURE  
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SPECIFICATIONS 
 

1.0  SCOPE AND CLASSIFICATION 
 
1.1 Scope: The City of Canton Water Department is seeking bids for a one (1) year as needed 

supply contract for fire hydrants and fire hydrant repair parts. 
 
1.2 Classification: The successful bidder will deliver F.O.B. to the City of Canton, Ohio 

Water Department fire hydrants and fire hydrant repair parts on an as needed basis per 
the specifications included in this bid packet. 

 
 
2.0  APPLICABLE PUBLICATIONS & STANDARDS 
 
2.1 The hydrant shall conform to the requirements of the latest revision of AWWA 
 Specifications C 502 for Fire Hydrants for Ordinary Water Works Service, except as 
 hereinafter specifically modified, and in accordance with the detailed drawings and 
 specifications furnished with bid. 
 
 
3.0  REQUIREMENTS 
 
3.1 General Requirements 
 
3.1.1 Price: All bidders are required to bid fixed, firm pricing in the spaces provided on 

pages 13-16.  Any bid containing an escalator clause will not be considered. 
 
3.1.2 This will be a one-year supply contract from the date the contract is executed.  

The contract can be extended for one additional one-month period at the sole 
discretion of the City of Canton. 

 
3.1.2 Quality:  All bids must meet the minimum specifications listed in this bid packet.  
 
3.1.3 Quantity:  The materials will be requested as needed, and requested items must be 

delivered F.O.B. to the Canton Water Department (rear building) 2664 Harrisburg 
Rd. NE, Canton, OH. 

 
3.1.4 All bids for fire hydrants must be from manufacturers.  Bids submitted by 

distributors will be rejected. 
 
3.2 Type 
 
3.2.1  The hydrants shall be of the post type with compression type valve that closes  
  with the line pressure and is to be designed for a working pressure of 250 pounds  
  per square inch in ordinary water works service.  Wet barrel hydrants are not  
  acceptable.   
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3.2.2  The bid hydrant must have been in production and in use in the public sector for  
  at least one (1) year prior to the date of the bid.  The City reserves the right to  
  request a list of places where bid hydrant has been in use. 
 
3.3 Drawings and Specifications 
 
3.3.1  Bidders shall submit with their bids copies of detailed drawings, certified flow  
  and pressure loss charts and specifications of the hydrants which they propose  
  to furnish.   
 
3.4 Bury Length 
 
3.4.1  The distance from the center of the inlet connection to the ground line shall be 4  
  ft. 0 in. and 5 ft. 0 in. 
  
3.5 Type of Shut Off 
 
3.5.1  Compression type closing with the line pressure and shall be of the center stem  
  construction. 
 
3.6 Inlet Connection 
 
3.6.1  The inlet shall be 6 inch mechanical joint connection.  Hydrant MJ inlet should be 
  enlarged for use with CD cast iron pipe and ductile iron pipe.  MJ inlet shall be  
  supplied with duck tip gasket and MJ accessories. 
 
3.7 Hose Nozzles and Caps 
 
3.7.1  Hydrant shall have two (2) 2-1/2” hose nozzles and one (1) 4-1/2” pumper nozzle.   
 
3.7.2  Threading of nozzles is to be American National Standard in all respects. 
 
3.8 Form of Thread 
 
3.8.1  Outer end of thread left blank for 1/8” and terminated by “Higbee Cut” to avoid  
  crossing and mutilation of otherwise finely drawn out thread. 
 
3.8.2  Nipples shall be threaded directly into the hydrant barrel with left-hand thread.   
  Bushing or quarter turn-nozzles will not be permitted.  Nozzle gaskets and chains  
  will be required.  Nipples may be leaded into the hydrant barrel. 
 
3.9 Direction of Opening 
 
3.9.1  Hydrants shall open by turning to the right (clockwise).   
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3.9.2  There shall be cast on the type of the hydrant in characters raised 1/8” and arrow  
  at least 2-1/2” long and the word “OPEN” in letters 1/2” high in relief, indicating  
  direction to turn to open the hydrant.   
 
3.10 Operating Nut 
 
3.10.1  The size and shape of the operating nut shall be square, 1” at bottom tapered to  
  7/8” at top.   
 
3.10.2  The operating nut thrust collar shall bear against an anti-friction washer or ball  
  bearing when the operating nut is turned in the opening direction. 
 
3.11 Hydrant Barrel 
 
3.11.1  Hydrant barrels shall be in two (2) sections.  The union between the upper and  
  lower barrels shall be made by means of a traffic safety device which will break  
  cleanly upon traffic impact.  The design shall be strong enough to withstand  
  normal handling such as would be encountered in loading, unloading and   
  installation.  The design shall be such that the upper barrel can be rotated from 1- 
  360 degrees without total disassembly of the device.  Breaking devices relying on  
  bolted flanges and weakened bolts for a safety device are not acceptable.  Devices 
  that are acceptable are two (2) part safety flange, four (4) part segmental coupling. 
 
3.11.2  All lower barrel parts shall be made of cast iron Class “B” (ASTM 126).  If  
  ductile iron is used, the wall thickness shall be a minimum thickness of 0.40” and  
  the shoe must be made of the same material.  All flanges are to be integrally cast  
  regardless of the type of material used.  Threaded on flanges or grooved pipe are  
  not permitted. 
 
3.11.3  The hydrant barrel shall be designed to permit the valve and operating mechanism 
  to be removed without disturbing the barrel.  The hydrant shall be so constructed  
  that if the barrel would be broken, the valve will remain closed.  Flange bolts shall 
  be breakable type unless otherwise specified.  The bidder shall specify what he  
  proposes to furnish.  The ground line coupling or safety flange joint shall be 2”  
  above grade line.  The barrel shall be so designed as to permit the use of one or  
  more standard flanged extensions, which extensions are to be available from the  
  hydrant manufacturer, in lengths of 6” to 60” in 6” increments. 
 
3.12 Valve and Drain Stem 
 
3.12.1  Valve and drain shall be operated by a single stem.  An auxiliary stem or rod for  
  operating the drain will not be permitted.  A hydrant spring or drain lever will be  
  permitted.   
 



Fire Hydrants and Replacement Parts 
City of Canton Water Department 

 

7 

3.12.2  The stem shall be so designed to permit the use of standard stem extensions which 
  extensions are to be available from the hydrant manufacturer in lengths of 6” in 6” 
  increments.   
 
3.12.3  The hydrant stem shall be a two part stem joined by a breakable stem coupling  
  with stainless steel pins or stainless steel bolts and nuts.  The stem coupling shall  
  be located at the same approximate elevation as the group coupling.  The valve  
  assembly shall include no less than a four ear bronze drain ring for corrosion  
  protection. 
 
3.13 Main Valve and Seat Ring 
 
3.13.1  All hydrants shall have a main valve opening of at least 5-1/4” in diameter.  The  
  valve gasket shall be of synthetic rubber at least 1-1/8” thick and reversible in  
  design.   
 
3.13.2  The seat ring and main valve assembly shall be such that it can be removed from  
  above ground through the upper barrel by means of a light weight seat removal  
  wrench.  The seat ring must thread directly into a bronze seat bushing.  The seat  
  ring in conjunction with the bronze bushing shall form an all bronze drain way.   
  All bronze parts must contain less than 16% zinc.  All pressure seals used   
  between the seat ring and bronze bushing shall be rubber o-rings. 
 
3.13.3  Bolts and nuts used to retain the drain ring and seat ring between the lower barrel  
  and hydrant shoe must be made of stainless steel type 304. 
 
3.13.4  Spring operated drain mechanism will not be accepted. 
 
3.14 Packing and Stuffing Box 
 
3.14.1  O-ring seal shall be used 
 
3.15 Gaskets 
 
3.15.1  Flanged joints shall have approved rubber impregnated cloth gaskets. 
 
3.16 Materials 
 
3.16.1  All hydrants shall be fully bronze mounted.   
 
3.16.2  All bolts and nuts shall be cadmium plated. 
 
3.17 Painting 
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3.17.1  All iron work shall be thoroughly cleaned and the valve rods and the inside of all 
 iron parts and the outside of the hydrant below the ground line shall be thoroughly 
 painted with two (2) coats of an approved asphaltum paint.   

 
3.17.2  The outside of the hydrant, except the caps and bonnet above the ground line, 

 shall be painted with two (2) coats of Fire Red Rustoleum #442 (Safety Red).   
 
3.17.3  The bonnets and caps shall be painted with two (2) coats of Black Rustoleum 

 #634. 
 
3.18 Repair Parts 
 
3.18.1  Bids for repair parts are requested for the following fire hydrants: 
  1. Mueller Centurion 
  2. Mueller Improved 
  3. Mueller Modern Improved 
 
3.18.2  Please refer to the repair parts proposal pages (pages 15-17) for information 

 regarding which specific repair parts are up for bid. 
 
3.18.3  Parts bid must be original equipment manufacturer (OEM) parts. 
 
 
4.0  SAMPLING, INSPECTION, AND TEST PROCEDURES 
 
4.1 Pressure Loss and Quantity of Flow Tests 
 
4.1.1  A great amount of consideration in the award of the contract will be made for 

 hydrants that meet these specifications and are capable of the maximum flows at 
 minimal pressure loss.   

 
4.1.2  Pressure loss through the hydrant shall not exceed the following: 
 
One (1) 2-1/2” Nozzle              Two (2) 2-1/2” Nozzles        One (1) 4-1/2” Pumper Nozzle 
(Both Nozzles)@ 250 GPM Flow @ 500 GPM Flow           @ 1,000 GPM Flow 
 
 0.50 P.S.I.    1.50 P.S.I.   2.90 P.S.I. 
 
4.1.3  Flows through the hydrant at the stated pressure loss shall exceed the following: 
 

Flow @ 5 P.S.I.    Flow @ 20 P.S.I. 
  1,300 GPM     22,500 GPM  
 
4.2 Testing Procedure and Results 
 
4.2.1  All pressure loss and quantity of flow testing must be done by a qualified  
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  reputable testing laboratory or witnessed by a knowledgeable independent   
  professional engineer versed in hydraulic testing and must have been done within  
  the last five (5) years on an exact production line model of the hydrant to be  
  furnished under this contract.  The testing procedure shall be in accordance with  
  AWWA Standard C-502 as modified to obtain the results of the above flows and  
  loss of pressure tests. 
 
4.2.2  The results and the procedures of the testing on the exact production line model of 
  hydrant to be furnished under this contract shall be certified by the testing   
  laboratory or independent professional engineer.  The report shall include but  
  shall not be limited to the following: 
 

1.  Name of catalog number and year of production of the hydrant being 
tested. 

2.  Schematic of testing arrangement with all pertinent dimensions such as 
(but not limited to) the following: 

a.)  Interior of diameter inlet piping. 
b.)  Distance from meter flange to manometer inlet tube. 
c.)  Distance from meter flange to hydrant inlet. 
d.)  Distance from nozzles to manometer. 
e.)  Depth of hydrant bury. 
f.)  Interior diameter and length of discharge tube. 

3.  If used on these tests, recent accuracy or curves of meter used in 
measuring the flows. 

4.  Accuracy of all other measuring devices. 
 
4.3 Test Observation of the City   
 
4.3.1  Upon request by the City of Canton, the bidder(s) agrees to conduct the above  
  flow-pressure loss tests, a teardown test of the production model test hydrant and  
  a traffic accident test for observation by up to three City of Canton designated  
  representatives.   
 
4.3.2  The above observation test shall be conducted in the eastern half of the United  
  States.  The bidder shall pay all expenses including travel, food and lodging for  
  the City representatives. 
 
4.4 Other Testing   
 
4.4.1  All hydrants shall be tested at pressure 300 pounds per square inch before leaving  
  the factory as specified in AWWA Specifications C-502. 
 
4.4.2  If required, the Contractor shall submit the hydrants to a hammer test while under  
  pressure. 
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4.4.3  Hydrants must be fully opened and closed before shipping in order to test the  
  freedom and strength of the parts.  The condition of the test should be made as  
  severe as are liable to occur in service when using a hydrant wrench at least 17”  
  long. 
 
4.4.4  The manufacturer shall submit to the City a sworn statement of the results of the  
  tests of the hydrant. 
 
 
5.0  PREPARATION FOR DELIVERY 
 
5.1 Deliveries are to be made to the Canton Water Department (rear building) 2664 

Harrisburg Rd. NE, Canton, OH. 
 
5.2 Invoice shall show the City’s purchase order number, the item number, the quantity, a 

brief description of the item, the unit price and the total amount due. 
 
 
6.0  NOTES 
 
6.1 Award Process 
 
6.1.1  Contracts will be awarded in accordance to Section 105.09 of the City of Canton  
  Codified Ordinances using the standard of lowest and best bidder. 
 
6.1.2  In analyzing the bids received, the City will give a great amount of consideration  
  to bids on hydrants with maximum flows and minimum pressure loss and will  
  take into account the relative strength and reliability of the several types of  
  hydrants offered, the durability, availability, and ease of renewal of the working  
  parts. 
 
6.2 Prospective bidders will take notice that the City of Canton, in determining the lowest 

and best bidder in the award of this contract, may award a local bidder preference to any 
qualified bidder pursuant to Section 105.12 of the Codified Ordinances of the City of 
Canton. The determination of whether a bidder qualifies for the local preference shall be 
made by Board of Control. The Board's decision shall be final. A copy of City Code 
Section 105.12 is attached. 

 
6.3  Proposal Pages Instructions (Failure to follow the proposal page instructions may result 

in your bid being disqualified.) 
 
6.3.1  Fire Hydrant Proposal Page (page 13) 
 
6.3.1.1   Please provide fixed firm pricing for the price of each hydrant listed. 
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6.3.2  Fire Hydrant Repair Parts Proposal Pages (pages 14-16) 
 
6.3.2.1   All repair parts must be bid separately even though they may be part of a  
   repair kit. 
 
6.3.2.2   Each individual line item is to be completed by each bidder. 
 
6.3.2.3   Bidders should submit with their bids a copy of their price list. 
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BIDDER’S CHECKLIST 
 
A complete bid packet will consist of the items listed below. 
 
Complete this checklist to confirm the items required in your bid.  Place a checkmark or “X” 
next to each item that you are submitting to the City of Canton.  Failure to submit the listed 
documents may be cause for rejection of your bid.  This checklist should be returned with your 
proposal. 
 
 
_____  Cover sheet (Page 1) 
 
_____  Legal Notice/Information (Pages 2-3) 
 
_____  Specifications (Pages 4-11)  
 
_____  Bidder’s Checklist (Page 12) 
 
_____  Fire Hydrant Proposal Page (Page 13) 
 
_____  Fire Hydrant Repair Parts Proposal Pages (Pages 14-16) 
 
_____  Bid Check (Certified or Cashiers) or Bid Bond (Page 17) 
 
_____  Bidder Information/Signature Pages (Pages 18-20)   
 
_____  Insurance Requirements (if applicable) (Pages 21-22) 
 
_____  Additional Information and Considerations for Bidders (Page 23) 
 
_____  City of Canton Codified Ordinances (Pages 24-25) 
 
_____  EEO Forms (Pages 26-30) 
 
_____  Please attach copies of detailed drawings, certified flow and pressure loss charts  
  and specifications of the proposed hydrant.   
 
_____  Please attach a copy of the price list for repair parts. 
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FIRE HYDRANT PROPOSAL PAGE 

 
 
Price of each fire hydrant 
 
   4 ft. hydrant    5 ft. hydrant 
 
   $__________________  $__________________ 
   F.O.B. Canton, Ohio   F.O.B. Canton, Ohio 

 
Please provide the delivery time and terms for fire hydrants below: 
 
______________________________________________________________________________ 
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FIRE HYDRANT REPAIR PARTS PROPOSAL PAGES 
 
Please provide the delivery time and terms for repair parts listed from pages 15-17: 
 
______________________________________________________________________________ 

 
Fire Hydrant Repair Parts for Mueller 5-1/4” 

Centurion Fire Hydrants 
 
A-301    Safety Flange Repair Kit   $________________ 
A-1    Operating Nut     $________________ 
A-2    Weather Cap     $________________ 
A-3    Hold Down Nut O-Ring   $________________ 
A-4    Hold Down Nut    $________________ 
A-5    Bonnet O-Ring    $________________ 
A-6    Anti-Friction Bearing    $________________ 
A-7    Oil Filler Plug     $________________ 
A-8    Bonnet      $________________ 
A-9    Bonnet Bolt & Nut    $________________ 
A-10    Bonnet Gasket     $________________ 
A-11    Upper Stem     $________________ 
A-12    Stem O-Ring     $________________ 
A-25    Safety Stem Coupling    $________________ 
A-26    Safety Flange Bolt & Nut   $________________ 
A-27    Safety Flange Gasket    $________________ 
A-28    Safety Flange     $________________ 
A-29    Cotter Pins     $________________ 
A-30    Clevis Pins     $________________ 
A-31    Lower Stem     $________________ 
A-45    Main Valve     $________________ 
A-46    Lower Valve Plate    $________________ 
A-51    Hydrant Lubricating Oil Per Gallon  $________________ 
    Main Valve Repair Kit #280359  $________________ 
 
5-1/4” Centurion Hydrant Extension Kit complete with stem, steel coupling, flange, gaskets, 
lubricant, bolts, nuts and pins. 

Length 6”    $________________ 
     12”    $________________ 
     18”    $________________ 
     24”    $________________  
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Fire Hydrant Repair Parts for Mueller 
Improved Fire Hydrants 

 
A-301-01   Safety Flange Repair Kit   $_______________ 
H-51    Operating Nut     $_______________ 
H-52    Weather Cap     $_______________ 
H-101    Hold Down Nut O-Ring   $_______________ 
H-102    Lock Washer     $_______________ 
H-100    Bonnet O-Ring    $_______________ 
H-53    Hold Down Nut    $_______________ 
H-98    Oil Filler Plug     $_______________ 
H-99    Bonnet      $_______________ 
H-59    Bonnet Gasket     $_______________ 
H-65    Bonnet Bolt     $_______________ 
H-93    O-Ring     $_______________ 
H-103    Upper Stem     $_______________ 
H-137    Cotter Pins     $_______________ 
H-136    Clevis Pins     $_______________ 
H-125    Safety Stem Coupling    $_______________ 
H-76    Safety Flange Gasket    $_______________ 
H-77    Safety Flange     $_______________ 
H-78    Safety Flange Bolts    $_______________ 
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Fire Hydrant Repair Parts for Mueller 5-1/4” 
Modern Improved Fire Hydrants 

 
A-307    Safety Flange Repair Kit   $_______________ 
H-51    Operating Nut     $_______________ 
H-100    Housing O-Ring    $_______________ 
H-201    Weather Cap     $_______________ 
H-101    Hold Down Nut O-Ring   $_______________ 
H-203    Lock Washer     $_______________ 
H-202    Hold Down Nut    $_______________ 
H-93    Stem O-Ring     $_______________ 
H-206    Upper Stem     $_______________ 
H-209    Safety Flange Bolt & Nut   $_______________ 
H-210    Safety Flange Kit    $_______________ 
H-208    Upper Barrel Seal    $_______________ 
H-136    Clevis Pins     $_______________ 
H-125    Safety Stem Coupling    $_______________ 
H-137    Cotter Pins     $_______________ 
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INSERT BID GUARANTY HERE 
 
 
 
If a Bid Bond is supplied, the Ohio Statutory Bid Guaranty and Contract Bond, as set forth in 
ORC 153.571 is to be used. 
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BIDDER INFORMATION 

                                                                                                 Bidder Information Page 1 of 3 
 
 
1.  The Bidder shall provide the following information as part of its bid. 
 
 

a. Name of Bidder                                                                            
 

b. Business Address                                                                            
                                              .                .              .                                                                
      City            State          Zip 
 

c. Business Telephone Number (          )                          .                                              
 

d. Person, address, email and   
  telephone to whom official    
  notices are to be sent   
 

 
e. Person, address, email and   

         telephone for further   
        information regarding   
        this proposal   

 
f. State(s) of incorporation   

        (w/dates of incorporation)   
 

 
g. Principal place of business  

 
h. Working days necessary to 

        complete project                         days 
 
  i. Federal I.D. Number  #                              .  
 

j. Amount of Certified Check, 
        Cashier's Check, Bid Bond  $                       
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Bidder Information Page 2 of 3 
 
 
2. Form of Business Organization. 
 
                    Corporation 
 
                    Partnership 
 
                    Other                           
 
3. The bidder shall provide the names and addresses of all persons interested as principals 

(officers, partners, and associates) in this proposal.  Write first name in full, and give titles for 
offices. 

 
 

 
 

 
 

 
 

 
All of the above, including the signatory to this bid, are citizens of the United States, except 
the following.  (Provide names and addresses of those not a citizen of the United States.) 

 
 

 
 

 
 

 
 

 
4. Name and address of other person, firms or companies interested in this contract. 
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Bidder Information Page 3 of 3 
 
 
 
The undersigned certifies that the bidder has the facilities, ability and financial resources 
available for the fulfillment of the contract if such be awarded to said bidder. 
 
Upon request, the bidder will be expected to amplify the foregoing statements as necessary to 
satisfy the OWNER concerning his ability to successfully perform the work in a satisfactory 
manner. 
 
 
 
     Signed this                 day of                                                    , 20           . 
 
 
 
                                                                            Contractor 
 
  
                                  By                                                                                                  .                                           
                                        (Signature of individual, partner or officer signing the proposal.) 
 
 

                 Please have this page notarized                                                                                                                        
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



Fire Hydrants and Replacement Parts 
City of Canton Water Department 

 

21 

INSURANCE 
 
The following standard indemnity agreement and minimum insurance requirements are 
incorporated in the Specifications for all work performed by the Contractor for the Owner, its 
affiliated and associated organizations or subsidiaries, hereinafter referred to as Owner. 
 
I. The Contractor agrees to indemnify and save the Owner harmless from and against any 

and all costs, loss and expense, liability damages, or claims for damages, including cost 
for defending any action, on account of any injury to persons (including death) or damage 
to or destruction of property of the Owner, arising or resulting from the work provided 
for or performed, or from any act, omission, or negligence of the Contractor, 
Subcontractor and his or their agents or employees.  The foregoing provisions shall in no 
way be deemed released, waived or modified in any respect by reason of any insurance or 
surety provided by the Contractor. 

 
II. The Contractor shall maintain liability insurance and furnish the Safety Director with 

Certificates of Insurance as evidence thereof in the prescribed form.  If any work 
provided for or to be performed under any Specifications is sublet (as otherwise 
permitted by the terms of such Specifications), the Contractor shall require the sub-
contractors to maintain and furnish him with satisfactory evidence of Workmen’s 
Compensation, Employer’s Liability and such other forms and amounts of insurance 
which Contractor deems reasonably adequate. 

 
III. In accordance with Item II, the Contractor shall maintain the following insurance: 
 

1. Workmen’s Compensation and Employer’s Liability Insurance affording, 
a. Protection under the Workmen’s Compensation Law in the State of Ohio. 
b. Employer’s Liability protection subject to a minimum limit of 

$100,000.00. 
 

2. General Liability Insurance in amounts not less than: 
a. General Aggregate Limit  $2,000,000.00 
b. Personal and Advertising Injury Limit $1,000,000.00 
c. Each Occurrence Limit  $1,000,000.00 
d. Fire Damage   $     50,000.00 
e. Medical Expense Limit  $        5,000.00 

   
  This insurance shall: 

a. include coverage for the liability assumed by Contractor under Item I 
(Indemnity); 
 

b. and the Certificates of Insurance furnished by the Contractor shall show 
by specific reference that each of the foregoing items have been provided 
for. 
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3. Comprehensive Automobile Liability Insurance in the following minimum 
amounts: 

a. Bodily Injury and Property Damage  
any one accident or loss:  $1,000,000.00 

 
Please Note:  
The policy required under this section shall name the City of Canton “as an additionally named 
insured” and shall contain an endorsement by the insurance carrier providing ten (10) days 
notice to both the City and insured in the event of any change in coverage under the policy.  
No less than ten (10) days advance notice of cancellation of the insurance policy shall be given 
to the City by the insurer.  A copy of the foregoing policy shall be filed with the Director of 
Public Safety. 
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ADDITIONAL INFORMATION AND CONSIDERATIONS 

1. Pleased be advised that when you submit a bid(s) to the City of Canton, the City 
will assume that an authorized representative of your company reviewed said 
bid(s) to assure that the bid(s) is/are correct and/or accurate. 

 
2. Any bidder may withdraw a bid, by written request, at any time prior to the time 

set for the bid opening. 
 

3. If there is no withdrawal of the bid(s), in accordance to the above procedure, the 
City reserves the right to enforce said bid prices(s) and/or contract. 

 
4. Alternate or Optional Bids: If you submit an alternate or optional bit that meets 

of exceeds the specifications, said bid may be considered in the evaluation and/or 
award.  However, the Board of Control reserves the right to award the bid which 
is in the best interest of the City. 

 
5. Articles of Incorporation: Please provide a copy of the company’s articles of 

incorporation.  The City of Canton may request this information if it is not 
provided. 

 
6. Canton Income Tax: Each bidder, by the act of submitting a bid, agrees to 

withhold all City income taxes due or payable under Chapter 181 of the Codified 
Ordinances of the City of Canton for wages, salaries, fees and commissions paid 
to its employees and further agrees that any of its subcontractors shall be required 
to agree to withhold any such City Income Taxes due for service performed under 
this contract. 

 
Furthermore, any person, firm, or agency that has a contract, or agreement with 

 the City shall be subject to the City Income Tax whether the work being done is in 
 the City or out of the City.  In addition to the tax withheld for employees, the net 
 profit on the contract shall be subject to City Income Tax. 

 
Questions regarding this matter shall be directed to the City of Canton, Income 

 Tax Department at 330-430-7900. 
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CITY OF CANTON CODIFIED ORDINANCES 
 
Bidders shall take notice that they are to comply with the Codified Ordinances of the City of 
Canton, including but not limited, to the following: 
 

1. Section 105.06 – Minority Contract Provision. 
(a)  All contracts with the City shall include the following clause: 
The bidder agrees to expend at least $                      of the Contract in the event 
the contract is awarded to such bidder for minority/women's business enterprises. 
For purposes of this pledge, the term "minority/women's business enterprise" 
means a bona fide business established as a sole proprietorship, partnership or 
corporation owned, operated and controlled by one or more minority persons or 
women who have at least fifty-one percent (51%) ownership. "Minority" includes 
African Americans, Asian/Pacific Islanders, Hispanic/Latino Americans and 
Native American Indians. The minority or woman must have operational and 
managerial control, interest in capital, and earnings commensurate with the 
percentage of ownership. Minority/women's business enterprises may be 
employed as construction contractors, subcontractors, vendors or suppliers.   
(Ord.185-2011. Passed 10-31-11.) 

  
 2. Section 105.12 – Local Bidder Preference. 

(a) The Board of Control, in determining the lowest and best bidder in the award 
of contracts, is authorized to award contracts to local bidders as hereinafter 
defined, whose bid is not more than ten percent (10%) higher, subject to a 
maximum amount of one hundred thousand dollars ($100,000.00), than the 
lowest dollar bid submitted by non-local bidders, provided that the project 
bid does not exceed ten percent (10%) of the engineer’s estimate.  The Board 
of Control’s decision in making such an award shall be final. 

  (Ord. 86-2009. Passed 5-18-09.) 
 

(b) For purposes of this section, "local bidder" means an individual or business 
 entity which at the time of the award of the contract: 

(1) Is a resident of the City and/or has its principal place of business in 
the City; and 

(2) Which has filed a City of Canton "Resident" Income Tax Return for 
the past two tax years. 

 
(c) All contract specifications and/or bid documents that are distributed by 

Canton for the purpose of soliciting bids for goods and/or services shall 
contain the following notice: 

Prospective bidders will take notice that the City of Canton, in determining the 
lowest and best bidder in the award of this contract, may award a local bidder 
preference to any qualified bidder pursuant to Section 105.12 of the Codified 
Ordinances of the City of Canton. The determination of whether a bidder 
qualifies for the local preference shall be made by Board of Control. The Board's 
decision shall be final. A copy of City Code Section 105.12 is attached. 
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   (Ord.112-97. Passed 6-2-97.) 
 

(d) This section shall be applicable to all contracts for the purchase of material, 
equipment, supplies or services, which are purchased, leased or constructed at 
a cost in excess of twenty thousand dollars ($20,000) and which require 
bidding pursuant to Ohio R.C. 735.05 through 735.09 and Ohio R.C. 737.03. 

(Ord. 112-97. Passed 6-2-97; Ord. 52-99. Passed 3-29-99; Ord. 240-2005.  
Passed 11-21-05.) 
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POLICY STATEMENT 
THE CITY OF CANTON, OHIO IN CONFORMANCE WITH LOCAL, STATE, AND 
FEDERAL REGULATIONS REQUIRE EACH EMPLOYER, CONTRACTOR, AND 
MATERIAL SUPPLIERS WORKING CITY PROJECTS TO BE SIGNATURES OF THE 
FOLLOWING STATEMENTS: 

1. IT IS THE POLICY OF          THAT EQUAL EMPLOYMENT 

OPPORTUNITY BE AFORDED TO ALL QUALIFIED PERSONS WITHOUT 

REGARD TO RACE, RELIGION, SEX OR NATIONAL ORIGIN. 

2. IN SUPPORT OF THIS DOCUMENT      WILL NOT DISCRI- 

MINATE AGAINST ANY EMPLOYEE OR APPLICANT BECAUSE OF RACE, 

RELIGION, COLOR, SEX OR NATIONAL ORGIN. 

3. THE            WILL TAKE AFFIRMATIVE ACTION TO 

INSURE THAT APPLICANTS ARE EMPLOYED AND THAT EMPLOYEES ARE 

TREATED DURING EMPLOYMENT WITHOUT REGARD TO THEIR RACE, 

RELIGION, COLOR SEX OR NATIONAL ORIGIN. SUCH ACTION WILL 

INCLUDE BUT NOT BE LIMITED TO: 

RECRUITMENT, ADVERTISING OR SOLICITATION FOR EMPLOYMENT, 
HIRING, PLACEMENT, UPGRADING, TRANSFER OR DEMOTION, SELECTION 
FOR TRAINING INCLUDING APPRENTICESHIP RATES OF PAY OR OTHER 
FORMS OF COMPENSATION, LAYOFFS OR TERMINATION. 

4. THE OF          WILL MAKE EVERY EFFORT TO COMPLY 

WITH MINORITY UTILIZATION GOALS AS FOLLOWS:    (9%) NINE PERCENT 

MINORITIES IN WORKFORCE ON THIS JOB,   (6.9%) SIX POINT NINE PERCENT 

FEMALE UTILIZATION ON THIS JOB,   (10%) TEN PERCENT OF CONTRACT 

AMOUNT EXPENDED WITH MINORITY BUSINESS ENTERPRISES. 

5. THE OF          SHALL REQUIRE EACH SUB-

CONTRACTOR WE HIRE ON THIS PROJECT TO ADHERE TO, SIGN, AND 

RETURN THIS STATEMENT TO THE CITY. 
 
 
 
 

(Date)       (Name of Company) 
 
 
 
     (Signature and Title of Company Officer) 

 
 


